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Remove all overhanging branches

A ZONE:
Wire and clearing zone: Remove all trees with a mature height of 25� or greater.  Plant
material with a mature height of 25� or less may remain.  Maintained property vegetation
requirements: Tree trimming is permitted in the wire and clearing zone if tree removal is
not desired by the owner, or if the tree removal is not cost effective.

B ZONE:
OK to trim structurally sound conifers 20� dbh or larger.  OK to trim
structurally sound deciduous trees at 25� dbh or larger.  Trees less
than specified dbh will be removed.

C ZONE:
Danger tree removal
zone: Dead/dying or
unstable trees will be
removed.

BRUSH CONTROL ZONE:
Removal of incompatible tree species 6� dbh or less.
Examples: alder, maple, cottonwood, or conifers will be removed.

CONSTRUCTION NOTES:
> All zoned distances are measured from the wire regardless of construction type to minimize tree-conductor
interference under adverse weather conditions and a 5-year maintenance cycle.
> Diameter at breast height (dbh) measured 4-1/2� above ground.
> Previously topped trees within the clearing zones are not considered structurally sound.


